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STATE BUILDING CODE INTERPRETATION NO. 14-13
CODE:

2012 Washington State Energy Code, Commercial

SECTION:

C402.3.1.3 High performance fenestration

QUESTION 1:

Can a project using the high performance glazing alternate exceed 40 percent
glazing area via the target area adjustment for both the glazing U value and
SHGC?

ANSWER 1:

Yes. The intent of the SBCC in the 6/14/2013 council meeting was to
allow the proposed building vertical fenestration area as a percentage
of the gross above grade window to wall ratio to exceed 40%. The
attached modifications to the 2012 WSEC are proposed to correct
errors and omissions in filed rule to be consistent with the council
motion.

QUESTION 2:

Can the proposed vertical fenestration elements exceed the target U- factors
as defined in this section if the overall building complies via component
performance?

ANSWER 2:

Yes, Buildings utilizing C402.3.1.3 are allowed to use the Target UA
calculation as specified in C402.3.1.3 and Equation C402-1. The
proposed UA must meet the target UA in accordance with equation
C402-1.

QUESTION 3:

Can the proposed vertical fenestration elements exceed the target SHGC as
defined in this section if the overall building complies via component
performance?

ANSWER 3:

Yes. Buildings utilizing C402.3.1.3 are allowed to use the SHGC*A
trade-off calculation. The proposed SHGC*A must meet the target in
accordance with equation C402-3. The target building would utilize a
0.35 SHGC per C402.3.1.3. Additionally, the target building would use a
vertical fenestration area that equals the proposed building and does not
exceed 40% of the gross above- grade wall area.

QUESTION4:

Can a project using the high performance glazing alternate area-weight
vertical fenestration U-factors, so some elements such as storefront windows
exceed the target while other elements perform better?

ANSWER 4:

Yes, This is allowed per section C402.1.2. The proposed UA must meet
the target UA in accordance with equation C402-1.

SUPERSEDES:

None

REQUESTED BY: Pierce County

Corrections recommended to 2012 WSEC to correct errors and omissions:

